In this paper, a new wind resource assessment procedure for building-integrated wind turbines (BIWTs) is proposed. The objective is to integrate wind turbines at a 555 m high-rise building to be constructed at the center of Seoul, Korea. Wind resource assessment at a high altitude was performed using ground-based remote sensing (RS); numerical weather prediction (NWP) modeling that includes an urban canopy model was evaluated using the remote sensing measurements. Given the high correlation between the model and the measurements, we use the model to produce a long-term wind climate by correlating the model results with the measurements for the short period of the campaign. The wind flow over the high-rise building was simulated using computational fluid dynamics (CFD). The wind resource in Seoul-one of the metropolitan cities located inland and populated by a large number of skyscrapers-was very poor, which results in a wind turbine capacity factor of only 7%. A new standard procedure combining RS, NWP, and CFD is proposed for feasibility studies on high-rise BIWTs in the future.
Introduction
In the Bible, the Tower of Babel was a symbol of the aspiration of humans to reach God's realm. Pyramids built by the ancient Egyptians were also a reflection of such desire. The Great Pyramid of Giza, whose height is 145 m and which was built around BC 2560, was the tallest building in the world until it was replaced by the 160 m high Lincoln Cathedral in England in AD 1311. Since then the emergence of the highest buildings has been chronicled since then as follows: Eiffel Tower in Paris, Note that the concept of sustainable architecture, which is contrary to ultra high-rise architectures, started in the 21st century. Sustainable architecture refers to the conscious minimization of the negative effects on the environment by making building materials, energy use, and space utilization efficient so that the actions and decisions we make today will not limit the opportunities for the next generations [2, 3] . In other words, a new paradigm wherein buildings shall provide symbolism such as ecological design or sustainability-instead of concentrating on the tallest building race-has begun. As a result, the so-called building-integrated ideas, wherein renewable energy as a symbol of sustainable and eco-friendly energy is integrated in buildings, have been implemented.
The Bahrain World Trade Center, which was completed in 2008 and is regarded as the first modern BIWT, is a 240 m-high, 50-story twin tower complex. It is a structure with symmetrical triangular-shaped twin buildings whose shape and layout were designed to make use of wind energy beyond the mere integration of wind turbine in the building. It is regarded as building-augmented wind turbine (BAWT), which is a more aggressive concept than BIWT [4] .
As shown in the building photo and on analysis result via CFD (by the authors; see Figure 1 ), 3-blade horizontal-axis wind turbines with diameter of 29 m and capacity of 225 kW were installed at the bridges connecting the triangular twin towers, which are symmetrical with an interior angle of about 120 • . Since the building is located at the coast, the Venturi effect occurs wherein in-between distance reduced by an angle made by the twin towers when the sea breeze blows. The building was designed to increase the efficiency of wind power generation through the accelerated wind. About 1.3 GWh per year-which accounts for 13% of the energy consumption of the building-is generated by wind power, for capacity factor of approximately 22%.
Remote Sens. 2016, 8, 1019 2 of 17 tallest building race-has begun. As a result, the so-called building-integrated ideas, wherein renewable energy as a symbol of sustainable and eco-friendly energy is integrated in buildings, have been implemented. The Bahrain World Trade Center, which was completed in 2008 and is regarded as the first modern BIWT, is a 240 m-high, 50-story twin tower complex. It is a structure with symmetrical triangular-shaped twin buildings whose shape and layout were designed to make use of wind energy beyond the mere integration of wind turbine in the building. It is regarded as building-augmented wind turbine (BAWT), which is a more aggressive concept than BIWT [4] .
As shown in the building photo and on analysis result via CFD (by the authors; see Figure 1 ), 3-blade horizontal-axis wind turbines with diameter of 29 m and capacity of 225 kW were installed at the bridges connecting the triangular twin towers, which are symmetrical with an interior angle of about 120°. Since the building is located at the coast, the Venturi effect occurs wherein in-between distance reduced by an angle made by the twin towers when the sea breeze blows. The building was designed to increase the efficiency of wind power generation through the accelerated wind. About 1.3 GWh per year-which accounts for 13% of the energy consumption of the building-is generated by wind power, for capacity factor of approximately 22%. The Hess Tower in Houston, Texas, USA was completed in 2009 ( Figure 2 ). As a 147 m-high, 20-story building, it was regarded as BIWT wherein 10 vertical-axis wind turbines were installed on top [5] . This building drew attention because a fragment of the part of a wind turbine damaged by strong wind fell, with the dangerous event being covered in the local community newspaper. The Hess Tower case suggests that BIWTs installed in high-rise buildings should consider all accident factors including gusts and lightning.
The Pearl River Tower in Guangzhou, China is a typical example of BIWTs and building-integrated photovoltaic (BIPV) in Asia. As a 309 m-high, 71-story building completed in 2011, it was designed to increase the wind speed via the nozzle effect by making flow passages in the building as shown in Figure 3 . A total of four 8 m-high vertical-axis wind turbines are installed inside the building, each at the internal passage on the left and right sides [6] . The Hess Tower in Houston, Texas, USA was completed in 2009 ( Figure 2) . As a 147 m-high, 20-story building, it was regarded as BIWT wherein 10 vertical-axis wind turbines were installed on top [5] . This building drew attention because a fragment of the part of a wind turbine damaged by strong wind fell, with the dangerous event being covered in the local community newspaper. The Hess Tower case suggests that BIWTs installed in high-rise buildings should consider all accident factors including gusts and lightning.
The Pearl River Tower in Guangzhou, China is a typical example of BIWTs and building-integrated photovoltaic (BIPV) in Asia. As a 309 m-high, 71-story building completed in 2011, it was designed to increase the wind speed via the nozzle effect by making flow passages in the building as shown in Figure 3 . A total of four 8 m-high vertical-axis wind turbines are installed inside the building, each at the internal passage on the left and right sides [6] . (a) (b) (c) Built in 2011, the Strata SE1 in London is a 148 m-high, 43-story residential building wherein three rooftop horizontal-axis wind turbines with 19 kW capacity were integrated (Figure 4 ). It has been awarded several architectural design prizes, but the press was not impressed, claiming that the wind turbines rarely rotated. The citizens believe the wind turbine should work continuously, but the wind is generally low [7] . (a) (b) (c) Built in 2011, the Strata SE1 in London is a 148 m-high, 43-story residential building wherein three rooftop horizontal-axis wind turbines with 19 kW capacity were integrated (Figure 4 ). It has been awarded several architectural design prizes, but the press was not impressed, claiming that the wind turbines rarely rotated. The citizens believe the wind turbine should work continuously, but the wind is generally low [7] . Built in 2011, the Strata SE1 in London is a 148 m-high, 43-story residential building wherein three rooftop horizontal-axis wind turbines with 19 kW capacity were integrated (Figure 4 ). It has been awarded several architectural design prizes, but the press was not impressed, claiming that the wind turbines rarely rotated. The citizens believe the wind turbine should work continuously, but the wind is generally low [7] . This study was conducted to integrate renewable energy in the Lotte World Tower, a 555 m high-rise building to be constructed in Seoul, Korea as the sixth tallest building in the world. Seoul is one of the largest metropolitan cities with around 10 million citizens. Seoul is characterized by its inland location as well as weakening wind compared to onshore.
In this study, wind resource assessment was performed to evaluate the performance of a 555 m high-rise BIWT to be built at the center of Seoul. At such height, it is very complicated to perform in-situ measurements. Therefore, ground-based remote sensors such as LIDAR and SODAR were employed to perform wind resource assessment. Furthermore, a numerical weather prediction (NWP) model and measure-correlate-predict (MCP) method were utilized to extend the short-term data measured via remote sensing to more than one-year data. A three-dimensional geographical information system (GIS) database and CFD were also employed to predict the effect of the building on the flow. Figure 5 shows the procedure for wind resource assessment to implement BIWTs at the upper part of high-rise buildings.
Analysis Methods

Analysis Procedure
The remote sensing campaign in this study lasted for two months only due to various constraints. An MCP method is therefore applied. In this study, an NWP, namely Weather Research Forecasting-Urban Canopy Model (WRF-UCM) was used and evaluated against the RS data. The RS data were then utilized as reference data, and long-term wind climate data were reconstructed through an MCP method.
The second step is to create a wind resource map that can show the spatial variability of the wind resource at the installation area to determine the turbines' layout.
For wind resource mapping, first, wind flow fields at the target area by wind direction are simulated using CFD. If 16 wind directional sectors are considered, a total of 16 wind directions are to be simulated. Next, 16 simulation results are synthesized by applying frequencies of occurrence by each of the wind directions and 1 m/s wind speed intervals obtained from the wind climate as weighting factors. The procedure can be described as: This study was conducted to integrate renewable energy in the Lotte World Tower, a 555 m high-rise building to be constructed in Seoul, Korea as the sixth tallest building in the world. Seoul is one of the largest metropolitan cities with around 10 million citizens. Seoul is characterized by its inland location as well as weakening wind compared to onshore.
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Analysis Procedure
For wind resource mapping, first, wind flow fields at the target area by wind direction are simulated using CFD. If 16 wind directional sectors are considered, a total of 16 wind directions are to be simulated. Next, 16 simulation results are synthesized by applying frequencies of occurrence by each of the wind directions and 1 m/s wind speed intervals obtained from the wind climate as weighting factors. The procedure can be described as: where, V(x, y, z) is the synthesized wind speed, V ij (x, y, z) is the wind at a directional sector i and wind speed bin j, and f ij is the frequency of occurrence by each directional and wind speed bin. The third step is to select a type of wind turbine and determine an optimum layout. Although energy production can be maximized if a wind turbine is installed at the highest wind power density location, wake losses shall also be taken into account. where, , , is the synthesized wind speed, , , is the wind at a directional sector i and wind speed bin j, and is the frequency of occurrence by each directional and wind speed bin. The third step is to select a type of wind turbine and determine an optimum layout. Although energy production can be maximized if a wind turbine is installed at the highest wind power density location, wake losses shall also be taken into account. 
Remote Sensing Campaign
The remote sensing campaign, which consisted on measuring the wind resource at 555 m altitude, was performed at the rooftop (yellow triangle in Figure 6 ) of Lotte Hotel, which is 270 m away from the lot (dashed line in Figure 6 ) of the Lotte World Tower in the west direction near the Han River at the center of Seoul. A Leosphere WindCube LIDAR WLS70 and a Sintec MPAS SODAR were deployed at the rooftop of the 145 m-high Lotte Hotel, and measurements were conducted for two months from 9 March to 8 May 2009. 
Numerical Weather Prediction
Since wind resource assessment requires measurements of at least one year including seasonal variability, short-term remote sensing measurements are extended through an MCP method that uses NWP data. NWP was conducted considering the urban canopy layer in order to secure reliable reference data. 
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The remote sensing campaign, which consisted on measuring the wind resource at 555 m altitude, was performed at the rooftop (yellow triangle in Figure 6 where, , , is the synthesized wind speed, , , is the wind at a directional sector i and wind speed bin j, and is the frequency of occurrence by each directional and wind speed bin. The third step is to select a type of wind turbine and determine an optimum layout. Although energy production can be maximized if a wind turbine is installed at the highest wind power density location, wake losses shall also be taken into account. 
Numerical Weather Prediction
Since wind resource assessment requires measurements of at least one year including seasonal variability, short-term remote sensing measurements are extended through an MCP method that uses NWP data. NWP was conducted considering the urban canopy layer in order to secure reliable reference data. WRF-UCM is a mesocale-microscale coupled model that takes into account the interaction of the physical processes in an urban canopy [8] . The model assumes two-dimensional buildings and road types for detailed city landuse. The single-layer land surface model, i.e. the lower boundary condition of WRF-UCM, employed the Seoul building height layer provided by the National Spatial Information Clearinghouse of Korea. Here, the lower boundary condition was modified by applying the surface roughness estimation method proposed by Macdonald et al. (1998) [9] . Specifically, the displacement height (d o ) of the urban canopy was calculated and added to the terrain elevation. In addition, surface roughness (z o ) was calculated; if it was larger than the roughness height defined at the land cover, the value was substituted.
Computational Fluid Dynamics
The wind flow field around the Lotte World Tower will be considerably distorted once the building is complete. The wind flow field was simulated using the Reynolds-Averaged Navier-Stokes (RANS) CFD software SC/Tetra v12. SC/Tetra is a flow solver based on a finite volume method and employs the SIMPLEC algorithm for pressure-velocity coupling and the 2nd-order QUICK upwind scheme for convection terms.
The design draft of the Lotte World Tower is a tapered column shape with square cross section, whose edges are round as shown in Figure 7 . The cross-sectional area decreases in a stepwise manner with increasing altitude. This design is intended to prevent resonance by shifting the Karman vortex shedding frequency by altitude. The rooftop, where the wind turbines are supposed to be installed, has a truss structure consisting of a square cone at the center and 16 columns surrounding the outer border. From the top view, the lower structures protruding on three sides excluding the left side are shelves to protect pedestrians by preventing downwash from flowing down the building as a result of wind colliding with the building. WRF-UCM is a mesocale-microscale coupled model that takes into account the interaction of the physical processes in an urban canopy [8] . The model assumes two-dimensional buildings and road types for detailed city landuse. The single-layer land surface model, i.e. the lower boundary condition of WRF-UCM, employed the Seoul building height layer provided by the National Spatial Information Clearinghouse of Korea. Here, the lower boundary condition was modified by applying the surface roughness estimation method proposed by Macdonald et al. (1998) [9] . Specifically, the displacement height (do) of the urban canopy was calculated and added to the terrain elevation. In addition, surface roughness (zo) was calculated; if it was larger than the roughness height defined at the land cover, the value was substituted.
The design draft of the Lotte World Tower is a tapered column shape with square cross section, whose edges are round as shown in Figure 7 . The cross-sectional area decreases in a stepwise manner with increasing altitude. This design is intended to prevent resonance by shifting the Karman vortex shedding frequency by altitude. The rooftop, where the wind turbines are supposed to be installed, has a truss structure consisting of a square cone at the center and 16 columns surrounding the outer border. From the top view, the lower structures protruding on three sides excluding the left side are shelves to protect pedestrians by preventing downwash from flowing down the building as a result of wind colliding with the building. The computational domain was set to 6 km × 6 km × 2.5 km around the Lotte World Tower and Figure 8 shows the central part of the domain (3 km × 1.5 km area). The 90 million unstructured hybrid mesh is used to model complex urban buildings. For a validation simulation, the main wind direction (WNW) with/without the Lotte World Tower was simulated. Considering the periodic geometrical characteristics of the urban canopy and a relatively short computational domain, periodic boundary conditions were imposed on inlet and outlet planes instead of an atmospheric boundary layer inlet condition. The constant pressure condition is imposed on the upper free boundary and slip conditions are assigned to side boundaries. The WRF-UCM result was used as an initial condition.
The CFD analysis employed the modified production k-ɛ turbulence model, which predicts flow separation in the cubic block structures as shown in urban streets [10, 11] . The computational domain was set to 6 km × 6 km × 2.5 km around the Lotte World Tower and Figure 8 shows the central part of the domain (3 km × 1.5 km area). The 90 million unstructured hybrid mesh is used to model complex urban buildings. For a validation simulation, the main wind direction (WNW) with/without the Lotte World Tower was simulated. Considering the periodic geometrical characteristics of the urban canopy and a relatively short computational domain, periodic boundary conditions were imposed on inlet and outlet planes instead of an atmospheric boundary layer inlet condition. The constant pressure condition is imposed on the upper free boundary and slip conditions are assigned to side boundaries. The WRF-UCM result was used as an initial condition.
The CFD analysis employed the modified production k-ε turbulence model, which predicts flow separation in the cubic block structures as shown in urban streets [10, 11] . Figure 9 shows the mean wind speed profiles measured using LIDAR (from 10-min data) and SODAR (from 30-min data) for the campaign period, where the data recovery rate (DRR; dashed lines) decreased with increasing altitude. Slight distortion of wind shear over 400 m above ground level is observed in LIDAR data between the raw data (lines with white circles) and the concurrent data (lines with black circles) which is about 50% of the raw data. In SODAR data, minor difference is shown between the raw and concurrent data below 500 m aboveground where DRR is over 50% [12] . Figure 10 shows the simulation results at 12:00 p.m. when the westward wind blew to the inland from the west sea. The figure shows a difference in wind speed between two cases, either applying the urban canopy model or not. Wind speed in Seoul-marked by the dashed white circle-shows clear reduction. Figure 11 shows the comparison among mean wind speed profiles measured by the 1-h averaged LIDAR and SODAR and simulation results using 1-h averaged WRF and WRF-UCM Figure 9 shows the mean wind speed profiles measured using LIDAR (from 10-min data) and SODAR (from 30-min data) for the campaign period, where the data recovery rate (DRR; dashed lines) decreased with increasing altitude. Slight distortion of wind shear over 400 m above ground level is observed in LIDAR data between the raw data (lines with white circles) and the concurrent data (lines with black circles) which is about 50% of the raw data. In SODAR data, minor difference is shown between the raw and concurrent data below 500 m aboveground where DRR is over 50% [12] . Figure 9 shows the mean wind speed profiles measured using LIDAR (from 10-min data) and SODAR (from 30-min data) for the campaign period, where the data recovery rate (DRR; dashed lines) decreased with increasing altitude. Slight distortion of wind shear over 400 m above ground level is observed in LIDAR data between the raw data (lines with white circles) and the concurrent data (lines with black circles) which is about 50% of the raw data. In SODAR data, minor difference is shown between the raw and concurrent data below 500 m aboveground where DRR is over 50% [12] . Figure 10 shows the simulation results at 12:00 p.m. when the westward wind blew to the inland from the west sea. The figure shows a difference in wind speed between two cases, either applying the urban canopy model or not. Wind speed in Seoul-marked by the dashed white circle-shows clear reduction. Figure 11 shows the comparison among mean wind speed profiles measured by the 1-h averaged LIDAR and SODAR and simulation results using 1-h averaged WRF and WRF-UCM Figure 10 shows the simulation results at 12:00 p.m. when the westward wind blew to the inland from the west sea. The figure shows a difference in wind speed between two cases, either applying the urban canopy model or not. Wind speed in Seoul-marked by the dashed white circle-shows clear reduction. Figure 11 shows the comparison among mean wind speed profiles measured by the 1-h averaged LIDAR and SODAR and simulation results using 1-h averaged WRF and WRF-UCM during the remote sensing campaign period. The LIDAR profiles agree better with the WRF-UCM results than the SODAR profiles, while WRF results are noticeably the highest.
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during the remote sensing campaign period. The LIDAR profiles agree better with the WRF-UCM results than the SODAR profiles, while WRF results are noticeably the highest. Figure 12 presents scatter plots comparing remote sensing measurements and numerical weather prediction during the campaign period at 400 m aboveground. The wind direction showed goodness-of-fit and R 2 = 0.84 for both 1-h averaged LIDAR and SODAR, whereas for the wind speed this was R 2 = 0.67 and 0.61 for LIDAR and SODAR, respectively. Through this comparison, since LIDAR measurement data and WRF-UCM simulation data were matched at the level of R 2 = 0.67, WRF-UCM data were considered to be utilized in the long-term correction of short-term remote sensing measurement data. during the remote sensing campaign period. The LIDAR profiles agree better with the WRF-UCM results than the SODAR profiles, while WRF results are noticeably the highest. Figure 12 presents scatter plots comparing remote sensing measurements and numerical weather prediction during the campaign period at 400 m aboveground. The wind direction showed goodness-of-fit and R 2 = 0.84 for both 1-h averaged LIDAR and SODAR, whereas for the wind speed this was R 2 = 0.67 and 0.61 for LIDAR and SODAR, respectively. Through this comparison, since LIDAR measurement data and WRF-UCM simulation data were matched at the level of R 2 = 0.67, WRF-UCM data were considered to be utilized in the long-term correction of short-term remote sensing measurement data. Figure 12 presents scatter plots comparing remote sensing measurements and numerical weather prediction during the campaign period at 400 m aboveground. The wind direction showed goodness-of-fit and R 2 = 0.84 for both 1-h averaged LIDAR and SODAR, whereas for the wind speed this was R 2 = 0.67 and 0.61 for LIDAR and SODAR, respectively. Through this comparison, since LIDAR measurement data and WRF-UCM simulation data were matched at the level of R 2 = 0.67, WRF-UCM data were considered to be utilized in the long-term correction of short-term remote sensing measurement data. 
Long-Term Correction
Short-term data were corrected to long-term data via MCP using statistical correlation in the overlapped period between the reference data (WRF-UCM) and the short-term LIDAR measurements. Here, the variance ratio algorithm, which produced consistently reliable predictions among the MCP algorithms, was employed [13] .
The wind climate, which was extended to one-year data via MCP, at 555 m altitude at the future the Lotte World Tower is as follows (see Figure 13 
The wind climate, which was extended to one-year data via MCP, at 555 m altitude at the future the Lotte World Tower is as follows (see Figure 13 Figure 14 shows the comparison of simulation results of the main wind direction case, revealing horizontal wind speed variability at the pedestrian level and vertical cross-sectional wind speed variability along the main wind direction (WNW) before and after the construction of the Lotte World Tower.
Computational Fluid Dynamics
The CFD analysis results considering only the Lotte World Tower and including all surrounding buildings show that the rooftop of the Tower is impacted by surrounding building groups to a low degree (less than 3% of wind speed), although the pedestrian level wind speeds are largely augmented by the Lotte World Hotel (about 75% of area; left contour plots in Figure 14) . This can also be seen in the wind speed variability at the right vertical cross-sectional plots in Figure 14 .
The computation load can be significantly reduced by excluding the surrounding buildings. As shown in Figure 15 , only three wind directions need to be simulated using the symmetry of the cross-section (in the horizontal, vertical, and diagonal axes). With the CFD analysis on three wind sectors and its projection to 13 other directional sectors, individual wind maps are obtained for a total of 16 wind directional sectors and then weighted using the wind climate in Figure 13 . Figure 16 shows the evaluation of the CFD results with the LIDAR measurements when the Lotte World Tower is not simulated. The wind speed and turbulence intensity profiles show good agreement.
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The CFD analysis results considering only the Lotte World Tower and including all surrounding buildings show that the rooftop of the Tower is impacted by surrounding building groups to a low degree (less than 3% of wind speed), although the pedestrian level wind speeds are largely augmented by the Lotte World Hotel (about 75% of area; left contour plots in Figure 14) . This can also be seen in the wind speed variability at the right vertical cross-sectional plots in Figure 14 . The computation load can be significantly reduced by excluding the surrounding buildings. As shown in Figure 15 , only three wind directions need to be simulated using the symmetry of the cross-section (in the horizontal, vertical, and diagonal axes). With the CFD analysis on three wind sectors and its projection to 13 other directional sectors, individual wind maps are obtained for a total of 16 wind directional sectors and then weighted using the wind climate in Figure 13 . Figure 16 shows the evaluation of the CFD results with the LIDAR measurements when the Lotte World Tower is not simulated. The wind speed and turbulence intensity profiles show good agreement. Figure 17 presents a wind resource map at 2 m above the rooftop horizontal plane of the Lotte World Tower revealing the variability of the annual mean wind speed and wind power density. A low wind speed area is identified due to the wake from the square cone located at the center of the rooftop; shelter is also observed from the 16 columns at the external walls in the rooftop. Thus, the four areas marked by the dashed circle are found to be appropriate positions for wind turbine installation because wind speeds and wind power density are some of the highest within a rooftop area. Note that the horizontal axes west-east and south-north are labeled as x-axis and y-axis, respectively. The z-axis directs vertically upward from the ground. The origin is the center of the Tower on the ground. Figure 17 presents a wind resource map at 2 m above the rooftop horizontal plane of the Lotte World Tower revealing the variability of the annual mean wind speed and wind power density. A low wind speed area is identified due to the wake from the square cone located at the center of the rooftop; shelter is also observed from the 16 columns at the external walls in the rooftop. Thus, the four areas marked by the dashed circle are found to be appropriate positions for wind turbine installation because wind speeds and wind power density are some of the highest within a rooftop area. Note that the horizontal axes west-east and south-north are labeled as x-axis and y-axis, respectively. The z-axis directs vertically upward from the ground. The origin is the center of the Tower on the ground. Figure 17 presents a wind resource map at 2 m above the rooftop horizontal plane of the Lotte World Tower revealing the variability of the annual mean wind speed and wind power density. A low wind speed area is identified due to the wake from the square cone located at the center of the rooftop; shelter is also observed from the 16 columns at the external walls in the rooftop. Thus, the four areas marked by the dashed circle are found to be appropriate positions for wind turbine installation because wind speeds and wind power density are some of the highest within a rooftop area. Note that the horizontal axes west-east and south-north are labeled as x-axis and y-axis, respectively. The z-axis directs vertically upward from the ground. The origin is the center of the Tower on the ground. The BIWT examples discussed in the introduction made efforts to change the building shapes to increase wind speed, but the cone at the center in the rooftop of the Lotte World Tower and columns installed around the external walls reduce the wind instead. Figure 18 shows the CFD result for the main wind direction when changing the cross-sectional square shape of the cone of the center in the rooftop to a circle. It is noticeable that the low-wind speed wake zone decreases dramatically when changing the cross-section to a circle. Figure 19a presents a wind power density map when changing the cross section to circular cone. Compared to the square cone case in Figure 17b , the wake area around the cone disappears, and a relatively high wind power density is found. The BIWT examples discussed in the introduction made efforts to change the building shapes to increase wind speed, but the cone at the center in the rooftop of the Lotte World Tower and columns installed around the external walls reduce the wind instead. Figure 18 shows the CFD result for the main wind direction when changing the cross-sectional square shape of the cone of the center in the rooftop to a circle. It is noticeable that the low-wind speed wake zone decreases dramatically when changing the cross-section to a circle. The BIWT examples discussed in the introduction made efforts to change the building shapes to increase wind speed, but the cone at the center in the rooftop of the Lotte World Tower and columns installed around the external walls reduce the wind instead. Figure 18 shows the CFD result for the main wind direction when changing the cross-sectional square shape of the cone of the center in the rooftop to a circle. It is noticeable that the low-wind speed wake zone decreases dramatically when changing the cross-section to a circle. Figure 19a presents a wind power density map when changing the cross section to circular cone. Compared to the square cone case in Figure 17b , the wake area around the cone disappears, and a relatively high wind power density is found. Figure 17b , the wake area around the cone disappears, and a relatively high wind power density is found. Figure 19b illustrates the ratio in wind power density between the circular and square cone cases. In particular, wind power density in (+) shape layout is significantly improved compared to (×) shape layout of wind turbines. Using this result, the (+) shape layout of wind turbines for the circular cone case is determined. Figure 20 shows the quantitative comparison of probability distribution of wind speed for all sectors between the square and circular cone cases. For the circle case, the frequency of wind speeds below 2 m/s decreases, whereas it increases above 7 m/s compared to the square case. 
Energy Production Calcuations
The reference wind turbines, 10 kW GWE-10KH (height: 4.2 m, diameter: 5. Figure 19b illustrates the ratio in wind power density between the circular and square cone cases. In particular, wind power density in (+) shape layout is significantly improved compared to (×) shape layout of wind turbines. Using this result, the (+) shape layout of wind turbines for the circular cone case is determined. Figure 20 shows the quantitative comparison of probability distribution of wind speed for all sectors between the square and circular cone cases. For the circle case, the frequency of wind speeds below 2 m/s decreases, whereas it increases above 7 m/s compared to the square case. Figure 19b illustrates the ratio in wind power density between the circular and square cone cases. In particular, wind power density in (+) shape layout is significantly improved compared to (×) shape layout of wind turbines. Using this result, the (+) shape layout of wind turbines for the circular cone case is determined. Figure 20 shows the quantitative comparison of probability distribution of wind speed for all sectors between the square and circular cone cases. For the circle case, the frequency of wind speeds below 2 m/s decreases, whereas it increases above 7 m/s compared to the square case. 
The reference wind turbines, 10 kW GWE-10KH (height: 4.2 m, diameter: 5. 
The reference wind turbines, 10 kW GWE-10KH (height: 4.2 m, diameter: 5. Tables 1 and 2 summarize the annual energy production (AEP) and capacity factor results, respectively, when the vertical-axis wind turbine and horizontal-axis wind turbine are used. Note that the calculation assumed 100% availability and 0% of all type of losses. The AEP significantly increases with only a change in the cross-sectional shape of the structure. More specifically, the AEP for the vertical-axis wind turbine case was increased to 28%, and that for the horizontal-axis wind turbine case, to 27%. The capacity factor of the vertical-axis wind turbine is only 2/3 of that of the horizontal-axis wind turbine.
The capacity factor of the simulated BIWTs can reach only 6.4%. The AEP corresponds to the consumption of 17 persons (1.3 MWh/person in South Korea). 
Discussion
The wind resource in Seoul is weak mainly due to weak synoptic conditions. According to the wind systems in the Korean Peninsula [14] , a synoptic wind system is formed where WNW winds blow to the Seoul region along Han River and northwesterly winds approximate from the west sea.
As shown in the wind resource map [15] of Figure 22 , as upwind in Seoul, which was wind blow from the west sea at 7 m/s or higher, was infiltrated into the inland, it was weakened into low wind speed due to geographical forcing caused by urban canopy in Seoul metropolitan in particular as well as friction with the land as shown in Figure 10 . A mean wind speed and wind power density Tables 1 and 2 summarize the annual energy production (AEP) and capacity factor results, respectively, when the vertical-axis wind turbine and horizontal-axis wind turbine are used. Note that the calculation assumed 100% availability and 0% of all type of losses. The AEP significantly increases with only a change in the cross-sectional shape of the structure. More specifically, the AEP for the vertical-axis wind turbine case was increased to 28%, and that for the horizontal-axis wind turbine case, to 27%. The capacity factor of the vertical-axis wind turbine is only 2/3 of that of the horizontal-axis wind turbine.
As shown in the wind resource map [15] of Figure 22 , as upwind in Seoul, which was wind blow from the west sea at 7 m/s or higher, was infiltrated into the inland, it was weakened into low wind speed due to geographical forcing caused by urban canopy in Seoul metropolitan in particular as well as friction with the land as shown in Figure 10 . A mean wind speed and wind power density were changed into weak wind power resource as 4.1 m/s and 108 W/m 2 at the location around the Lotte World Tower. 
Conclusions
Based on our findings, the BIWTs were not considered at the Lotte World Tower. However, we established a procedure for wind resource assessment for high-rise BIWTs by combining RS, NWP, and CFD.
The data recovery rate of ground-based remote sensing decreased dramatically. It is very important to perform reconstruction of full wind climate data for at least one year using long-term correction via NWP and MCP methods. Moreover, it is anticipated to perform longer remote-sensing measurements to mitigate uncertainties caused by seasonal variation of wind climate.
Wind conditions can change considerably depending on the building shape, CFD simulation is therefore needed to analyze the effect of building shape accurately. Modifying the building shape results in up to 30% improvement in the power density and large changes in spatial variability.
The wind resource around the Lotte World Tower is very poor despite its high altitude (555 m) because it is located inland of the Korean Peninsula. However, it should be noted that the surrounding buildings of the Lotte World Tower do not directly influence the wind speed at 555 m according to the CFD simulation.
Changes in building shape resulted in a capacity factor of only 7%, thus the BIWTs are not economically feasible. 
Changes in building shape resulted in a capacity factor of only 7%, thus the BIWTs are not economically feasible.
